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Abstract:

Scaling and fouling of membranes are an on-goimjop@ance issue for most plants This presentatiotines
innovations in speciality chemicals designed takithmembrane scaling and fouling and to clean memés where
deposition has occurred.

High phosphate waste water reuse RO plant — Tkeaia increasing trend to treat recycled waste vaatdruse it as
a feed supply to RO plant. High levels of phospltate cause rapid scale formation in the membrartas. paper
discusses phosphate chemistry and field trailsrefva antiscalant which overcomes acid dosing.

Sulphate removal membranes — Specialised nanatiitr membranes have been developed for the renafval
sulphate from seawater in offshore wells reducitejesformation and souring in the well-head. Thenignes are
subject to barium/ strontium sulphate scaling. Téestion discusses the processes and productsituitiscale
formation.

Removing clay from membranes — Clay is a commonefaulant and very difficult to remove from memhea.
This section of the paper describes the mecharsmmigproducts developed to effectively remove chapumber of
case studies are described.
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1) INTRODUCTION

There has been a dramatic increase in the numbevefse osmosis and nano-filtration plant
over the past ten years. There has also been ifepabbn in the variety of feed sources used,
including seawater, surface waters and, increagingffluents of varying qualities. Not
surprisingly, therefore, is the parallel increaséhie degree of scaling and fouling, resultinghia t
need for not only novel preventative antiscalawdpcts in the field, but also new and improved
cleaners where deposition has occurred. An essqatitiof the ability to correctly select and
apply the most appropriate products lies in theetigyment of laboratory analysis and predictive
tools. This paper presents some innovative prodaots techniques developed by Genesys
International Limited.

2) HIGH PHOSPHATE WASTE WATER REUSE REVERSE OSMOSIS PLANTS

Background - The increasing trend over the last ten years tonaste water as a feed source for
reverse osmosis membrane plant has resulted imagase in calcium phosphate scaling on
membrane surfaces. This is due to much higherdesiephosphate in waste water typically 10-
30 mg/l as compared with a groundwater source wima have only 1-5 mg/l of phosphate.

Issues —There is an enormous recent increase in the nu@beérsize of waste water reuse
reverse osmosis projects in the last 5 -10 yearajoMprojects include 325,000fday at
Sulabaiya in Kuwait, 263,000kdlay NEWater project in Singapore at Bedok, Kra®gletar and
Ulu Pandan and 100,000fay in ten operational plants in Australia. An iéiddal 200,000

m /day project has been approved in Queensland Awastiore plant are projected for the
future as there is an environmental duty of car&réat waste water and also a significant cost
benefit of doing so. Treated waste water is estch&d be 50% cheaper than desalination of sea
water.

Waste water can have elevated levels of phospmate breakdown of effluent products in
tertiary treated sewage and due to detergent atiisér treatment in agricultural leachate and
run-off waters. High phosphate in the feed watereeerse osmosis plant results in calcium
phosphate fouling and poor plant operation. Congaat antiscalants are ineffective at high
phosphate and high recovery rates and the only oihté@n has been to dose large quantities of
acid to reduce feed pH to below 6.2.

There are further complications in that phosphatmultivalent and takes many different forms
with varying solubility. Researchers can not agvaethe correct solubility of varying forms so
scaling prediction is difficult. Some parallel raseh by dentists has confirmed results from our
laboratories that it is very difficult to form crgdline calcium phosphate. The most common
form is as an amorphous deposit.

Innovations — A study was undertaken tesearch the various forms of calcium phosphate and
develop a specific calcium phosphate antiscalant.

Phosphate is a salt of phosphoric acid. The phdspba is polyatomic consisting of one central
phosphorous atom surrounded by four identical ornya@ms in a tetrahedral arrangement. The
phosphate ion carries a negative three charge amexist in the following forms in solution as
pH becomes increasingly acidic:

Phosphate ion - PO
Hydrogenphosphate ion . HRO
Dihydrogenphosphate ion - PO,
Phosphoric acid - PO,



It is a hypervalent molecule as the phosphorous dtas 10 electrons in its valence shell. There
are many types of phosphate salts because phosmrat®erm many polymeric ions. The most
common forms are summarisedtaile 1below: The majority of calcium phosphate deposgits a
amorphous and only two forms hydroxyapatite andriiapatite take on a crystalline structure as
shown infigures 1 and 2 .

. Solubility
Chemical Formula Abb. Mineral Name | Structure Product
Name Name .

mol/litre
Amorphous
calcium Ca(POy)s ACP Amorphous
phosphate rock
Monocalcium
phosphate Ca(HPQy): MCP
Dicalcium
phosphate CaHPQ-2H,0O DCPD | Brushite Amorphous 2.32 x 10
dihydrate
Dicalcium :
phosphate CaHPQ DCP Monetite Amorphous 1% 107
Tricalcium . .
ohosphate Ca(PQy)> TCP | Whitlockite Amorphous 2.07 x ¥
Tetracalcium , : i
phosphate CaO(PQy): TTCP | Hilgenstockite | Amorphous
Pentacalcium .
hydroxylapatite Ca(POy)3(OH) HAP Hydroxyapatite| Hexagonal 2.34 x°f0
Pentacalcium . 6
fluoroapatite Ca(POy)3(F) FAP Fluoroapatite Hexagona 3.16 x°10
Octacalcium 9
ohosphate Ca(HPO,),(POQy) 4+ | OCP 2x10
Calcium
pyrophosphate CaP,0r CPP
Table 1: Various forms of Calcium orthophosphate
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Figure 1Amorphous calcium phosphate deposit Figure 3EM picture and EDX spectrum of
probable hydroxyapatite crystals.

Having identified the structure of calcium phosghdareshold tests for different antiscalant
blends were conducted in the laboratory. Commosgdwchemicals that distort crystals were
replaced with polymeric compounds that showed h thigeshold inhibiting effect against
calcium phosphate. A product capable of exceedia@4 saturation point by over 100

times was developed and called Genesys PHO. Theagewent product has been extensively
field trialled and results of one site are showiowe



Field Trial 1 — this waste water re-use plant in Alicante wtediwith ultrafiltration membranes
followed by reverse osmosis membranes. Key paramate shown in thiable 2below.

Cations mg/I Anions mg/I
Calcium 160 Sulphate 290
Magnesium 50 Chloride 440
Sodium 270 Bicarbonate 400

Iron 0.05 Nitrate 0.5

pH 71-7.7 Silica 10-15
TDS 1700 Phosphate 15-25
Feed Pressure 10 Bar Product Flow 132ay
Recovery Rate 75% Feed Flow 176 aay

Table 2 Field Trial 1 key parameters

In one of the pilot trials the RO plant was runhngtcid dosing to a pH of 7.0 to try and control
calcium phosphate fouling. The plant ran initialyth a conventional antiscalant C. After a
period of two weeks the feed pressure had to beased from 7 to 10 bar to maintain a constant
product and feed flow rate. This was due to calcpimasphate fouling which resulted in an acid
clean being carried out one month. A second cleas @arried out after a further ten days and
feed pressure continued to rise to maintain a eomsflow. After two months another
conventional antiscalant was tried but rapid fogiliccurred after one week requiring a plant shut
down and acid clean. The specific calcium phosphatscalant Genesys PHO ( Antiscalant B)
was then used. Initially the pH was lowered to &t 3.0 mg/l of antiscalant added. The acid
was gradually reduced and stopped with pH fluchgabetween 7.1 and 7.7. The Genesys PHO
dose rate was then gradually reduced to 2 mg/linQuihis period constant feed pressure and
constant product and feed flow was maintained. o®& occasion the plant had an unscheduled
shut down for 4 days because of an interruptiogléctricity supply and the membranes were not
flushed. Under theses super saturated conditiodsokyapatite formed and an acid clean was
required. The graphs figure 3 and 4demonstrate these results.

Pilot Plant 2 Pressure Variation with Antiscalant A B&C
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Figure 3 Pressure variation with different antiscalants.

Additional trials have resulted in operational glannning without acid and 2 — 5 mg/l of
antiscalant Genesys PHO successfully for over tears/without any acid cleaning. An RO Plant
in Murcia which is supplied with agricultural leatk water with o-phosphate levels of up to 100
mg/l and 280 mg/l of Calcium has operated withdeting for 24 months with dramatically
reduced acid dosing from pH 6.6 to 7.2. Anothercadfural leachate plant whose feed water was



blended with Well water operated without any acmsidg at a pH of 7.1, 25 mg/l of o-
phosphates, 565 mg/l calcium and a dose rate of/4 oh Genesys PHO. There have been no
acid cleans for 22 months.

Pilot Plant 2 Flow Variation with Antiscalant A, B & C
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Figure 4 Flow Variation with different antiscalants

The results above and expanded on by ChestersyrDantd del Vigd1] show that using a highly
active threshold inhibiting antiscalant Genesys Pai@ low dose rate of 2 -5 mg/l can increase
the solubility of calcium phosphate one hundred &ftg times. This means that there is a
solution to operating waste water RO plant withith& dangerous practice of dosing very large
guantities of acid.

3) SULPHATE REMOVAL MEMBRANE TREATMENT

Background

Sulphate reduction technology was developed joir
between Marathon and Dow from 1987 onwards for
North Sea offshore platforms. Sulphate remo
membranes have been developed specifically by Dt
FilmTec with the goal of improving oil recoveriey k
the prevention of barium and strontium sulphatdesc
precipitation. The Nanofiltration SR90 membranes |
themselves subject to scaling and require a spe:
antiscalants that is compatible with these parmict.
membraned-igure 5 Figure 5: Offshore SR90 membrane plant.

Issues- When normal high sulphate seawater is injectéd raservoirs which have formation
water containing barium and strontium, mixing osctorming a supersaturated barium and/or
strontium sulphate solution. If pressure decreaseand around the production wells, the
supersaturated barium and/or strontium sulphatetieal is no longer stable and precipitation
occurs, causing scale formation in the productwning and / or plugging of reservoir rock
around the production well. Petroleum reserveséien lost. In deep water and other complex
oil developments, sulphate removal, and the sulesgqurevention of scale, provides significant
cost advantages. In addition by removing the suphmathe injected seawater, there is a reduced
source of sulphur that can be converted to hydragdgwhide by thermophilic sulphate reducing
bacteria. Consequently, well souring does not ocHuere are an increasing number of sulphate
reducing platforms notably in Angola, Brazil ane tHorth Sea.



Innovations — Genesys has developed a specific antiscalant

Genesys DW (Down Well) which inhibits common scédan

and specifically barium and strontium sulphate ine t

membranes. Barium and strontium sulphate are nesbdiped

crystals. The scale can be removed with alkalingarits but

the needles readily pierce the membrane surfaceirgau

irreparable damagéFigure 6) Figure 6:Barium Sulphate crystals

The product is also an excellent iron sequest@anhesys DW has been tested for compatibility
with the Filmtec SR90 Nano-filtration membranes ardeived a compatibility statement in
December 2005. It is also has authorisation for affghore in North Sea oil and gas industry
from “The Centre for Environment, Fisheries & Aquhtiare Science” (CEFAS) and is listed on
the “Offshore Chemical Notification Scheme” (OCN$he product acts as a threshold inhibitor
reversing the ordering of protonuclei into nuclehigh results in precipitation, as shown in
Figure 7below.

Figure 7 Threshold Inhibition mechanism

The use of Genesys DW protects sulphate reducingibremes from barium and strontium
sulphate scale formation and iron fouling thus @nging the lifespan of the membranes.

3) REMOVING CLAY FROM MEMBRANES

Background — The Genesys laboratories in Madrid found that dvetears the most frequent
foulant in the lead element of RO plant was alunsilicates or clay as shown figure 8.Clay
comes from surface waters, rivers and reservoirglso can find it's way into any RO plant feed
water system. Pre treatment to remove clay isyardl00% efficient process.
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Figure 8: Main types of foulant found on membrane elemenfsst position during autopsy (2001-2005).



Issues —Clay is made up of alumino-silicates and is cobiidt attaches to the membrane
surface rapidly and causes reduction in flux arease in feed pressure as the permeability of
the membrane is reduced. The membrane surface lescoavered in an impenetrable mat as
shown inFigure 9.

There are several alumino-silica formulations:

Clay: AbO3Si0,.xH,0
Kaolin (china clay) 50% ADs: 55%Si0,
Feldspar KAI SiQ

Mullite 3A|20328|Oz
Andalucite AOSIO,

Figure 9:clay on membrane surface
Clay deposits are often associated with iron andrahiological fouling and are difficult to
remove from membrane surfaces using conventiondlaaxl alkaline cleaners.

Innovations —a new powdered clearing compound was developedested in the laboratory.
Genesol 703 is based on high pH phosphate cleamiginsa chelant and surfactant. This
combination of products has a detergent and sarfaetffect on the colloidal foulant and the high
ionic strength created at the membrane surfacevallosmosis to occur at the membrane
boundary layer helping lift deposits from in andward the membrane pores. Laboratory tests
showed this product to be much more effective tt@mventional cleaning products. The product
has recently received NSF approval for use in dngkvater RO plants.

CASE STUDY - SEM and EDAX analysis showed the meamnbrinfigure 10to be fouled with
iron oxide & aluminium silicate. Samples of memleamere placed in a flat sheet testfrgure

11 and combinations of cleaning solutions were useasteertain the preferred cleaning method.
The results after each stage of cleaning are shiowiable 3below.Figure 12shows the sample
of cleaned membrane.

Cleaning Method Flow @ 25° C % salt rejection Design
Design = 45.05 L/m2/h 99-99.5%

Cleaning 1: 3% Genesol 38 for 1 hqur 39.26 99.1

ambient

Cleaning 2: 2% Gen 34 + 1% Gen 36 (2h) at 42.95 99.4

35C

Cleaning 3: 2% Genesol 40 (2 h) at 35 C 44.97 99.1
3% Genesol 38 (1 h) ambient 40.63 99.2
2% Genesol 40 (2 h)at 35 C 44.39 99.3

Cleaning 4: 1% Genesol 703 (2 h) at 35 C 45.5 99.4
3% Genesol 38 (L h)at35C 40.74 99.3
1% Genesol 703 (2 h) at 35 C 46.97 99.3

Table 3:Results of cleaning test methods

Figure 10clay fouled membrane Figure 11:Flat sheet test rig Figure 12Clean membrane sample

A combination of Genesol 703 to remove microbialliftg and clay alternated with a mild acid
wash to remove iron deposits restored this badlietbmembrane to its design parameters.



Conclusions —in order to support the world’s requirement foratlegoure water there has been a
necessary acceptance of reverse osmosis technéfogpuations in engineering and a desire to
minimise environmental impact by optimising plaetformance has resulted in new challenges
to maintain membrane performance and longevitys Haper has identified a number of new
antiscaling and fouling speciality chemicals arnthteques to improve plant operation.

Waste water reuse/recycling reverse osmosis plmtoperate without having to dose large
guantities of acid to reduce feed pH to controkiceth phosphate scale by using a new
antiscalant Genesys PHO, which uses advanced tidesthibiting mechanisms to raise the
solubility of calcium phosphate 150 times.

Barium and strontium sulphate scale formation aamfin off-shore oil rigs using SR90
membranes for sulphate removal. Genesys DW is aamiscalant designed to prevent all
forms of scale formation and iron fouling whilstitig compatible with the nano-filtration
membranes.

Clay fouling of a reverse osmosis membrane hasorgslly resulted in failure and
replacement. A new powdered high pH cleaner Ger#&®has shown to be effective in clay
removal through a combination of detergent andastaht mechanisms combined with
osmosis from the permeate to the concentration dexynlayer which assists in dislodging
particles.
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